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Introduction
This CR introduces a new alarm item into waterMeterAlarm ModuleClass to indicate the customer leakage  




	
	
	
	
	
	

	
	
	
	
	
	


	
	
	
	
	
	


1.1.1.1 
-----------------------Start of change 1-------------------------------------------
Table 5.3.1.94-1: DataPoints of waterMeterAlarm ModuleClass
	Name
	Type
	R/W
	Optional
	Unit
	Documentation

	highFlowAlarmThreshold
	xs:float
	RW
	false
	m3
	The threshold of continuous high flow alarm.

	highFlowDuration
	xs:integer
	RW
	true
	s
	The duration of high water flow.

	highFlowAlarm
	xs:boolean
	R
	false
	
	Continuous high water flow alarm

	lowFlowAlarmThreshold
	xs:float
	RW
	true
	m3
	The threshold of continuous low flow alarm.

	lowFlowDuration
	xs:integer
	RW
	true
	s
	The duration of low water flow.

	lowFlowAlarm
	xs:boolean
	R
	true
	
	Continuous low water flow alarm

	reverseFlowAlarmThreshold
	xs:float
	RW
	true
	m3
	The threshold of continuous reverse flow alarm.

	reverseFlowDuration
	xs:integer
	RW
	true
	s
	The duration of reverse water flow.

	reverseFlowAlarm
	xs:boolean
	R
	false
	
	Reverse flow alarm

	highPressureAlarmThreshold
	xs:float
	RW
	false
	bar
	The threshold of high water pressure alarm.

	highPressureAlarm
	xs:boolean
	R
	false
	
	High water pressure alarm

	lowPressureAlarmThreshold
	xs:float
	RW
	false
	bar
	The threshold of low water pressure alarm.

	lowPressureAlarm
	xs:boolean
	R
	false
	
	Low water pressure alarm

	highTemperatureAlarmThreshold
	xs:float
	RW
	false
	C
	The threshold of maximum water temperature alarm.

	highTemperatureAlarm
	xs:boolean
	R
	false
	
	High water temperature alarm

	lowTemperatureAlarmThreshold
	xs:float
	RW
	false
	C
	The threshold of minimum water temperature alarm.

	lowTemperatureAlarm
	xs:boolean
	R
	false
	
	Low water temperature alarm

	highTemperatureInnerlAlarmThreshold
	xs:float
	RW
	true
	C
	The threshold of high temperature alarm inside water meter.

	innerhHighInternalTemperatureAlarm
	xs:boolean
	R
	true
	
	Internal high temperature alarm

	innerErrorAlarm
	xs:boolean 
	R
	true
	
	Internal error alarm

	innerTempratureSensorFault
	xs:boolean
	R
	true
	
	Internal temperature sensor failure

	tamperAlarm
	xs:boolean
	R
	true
	
	Data was tampered alarm

	waterTempratureSensorFault
	xs:boolean
	R
	false
	
	Water temperature sensor failure

	pressureSensorFault
	xs:boolean
	R
	true
	
	Pressure sensor failure

	communicationAlarm
	xs:boolean
	R
	true
	
	Communication abnormality alarm

	magneticInterference
	xs:boolean
	R
	true
	
	Magnetic interference warning

	storageFault
	xs:boolean
	R
	true
	
	Storage failure alarm

	urgencyButtonPush
	xs:boolean
	R
	true
	
	Indicate the event of the urgency button being pushed. Pushing the urgency button may give a user a temporary right to still use the water meter (e.g. for 3 days) after an unpaid bill.

	buttonFault
	xs:boolean
	R
	true
	
	Button error flag

	demolitionAlarm
	xs:boolean
	R
	true
	
	Demolition sign

	impulseFault
	xs:boolean 
	R
	true
	
	Pulse anomaly flag

	vibrationSensorFault
	xs:boolean
	R
	true
	
	Vibration sensor failure

	CustomerLeakage
	xs:boolean
	R
	true
	
	indicating continual usage (e.g. greater than 5 L/h for 24 hours and the flow never returning to zero at any time).

	
	
	
	
	
	

	
	
	
	
	
	


-----------------------End of change 1---------------------------------------------
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